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Air Cooled Chiller Shutdown Procedure 
 

1. Shutoff chiller at control switch 

2. Shutoff the chiller isolation valves(Lock in place if possible) 

3. Verify they are holding by checking for vacuum on chiller side (Ensure drain is not 
plugged) 
 

4. Drain down evaporator and piping. Search for drain valves below roof deck and drain 
remaining piping 
 

5. Pressurize evaporator to 50PSI and blow remaining water out of drain valves. Perform 
this step several times until no more free-standing water comes from drain valves. 
 

6. Remove both evaporator drain valves to ensure valves cannot be closed 
 

7. If evaporator contains blanket heaters check amperage and verify operation. Log 
amperage on your work order. Be aware that the main power may be required to be left 
on for these heaters to operate.  
 

8. Verify amperage of any heat trace 
 
 




